

















GENERAL PURPOSE TRANSFORMERS

MICRON Wiring Diagrams
FIGURE B1B SECONDARY
WDG | VOLTS LINE “ x
480 H1-H2-H3
PRI 456 H4-H5-H6
432 H7-HB-HQ
3 PHASE 3 WIRE
0
3 PHASE 3 WIRE BOTTOM VIEW
POLARITY
—_— A
FIGURE C1C
SECONDARY
wDG | voLTS LINE - @ x}
480 H1-H2-H3
468 H4—-H5-H6
PRI 456 H7-H8-H9
444 H10-H11-H12
432 H13-H14-H15 BOTTOM VIEW
3 PHASE 3 WIRE
0
3 PHASE 3 WIRE
FOR STEP UP DO NOT CONNECT NEUTRAL X0 di W Wi e L.
PRIMARY
FIGURE D1D SECONDARY
X1 X2 X3
VOLTS CONNECT LINE
504 1-6
492 1-5
480 1-4
468 2-5 H1-H2-H3
456 2-4
444 3-5 123 4,56 123 456 lm POLARTY
432 3-4 | 1 I 1 1 !
1 1 1 1 1 !
! L ) L J ! H2
! S -7 N -7 |
L S St !
N I S
‘1 H1 H3
H1 H2 H3
PRIMARY
BOTTOM VIEW

MICRON

23 For additional information call: 800 664-4660





